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INDUSTRIES

PRESSURE TESTING REPORT

DIMPLEFLO HEAT EXCHANGER
1U 130T 19323 500 |

REPORT NUMBER: H19425A
CLIENT: P T SIS AL (N <
CLIENT ORDER: PO-0027
TERALBA JOB Ne: DFT19425
UNIT MODEL: 1U 130T 19 323 500
UNIT SERIAL Ne: DFT19425A (HEX4500)
TEST LOCATION: 15 - 19 Kialba Road, CAMPBELLTOWN NSW 2560

TEST DETAILS

TEST MEDIA: Town Water
TEST DURATION: 30 minutes per side
TEST TEMPERATURE: ~21°C
GAUGE SERIAL Ne: 796536
CALIBRATION CERT: A32288PA

REMARKS: Testing carried out in accordance with Australian standard
AS1210:2010 CI 5.10 and Teralba Industries Pty Ltd Work
Instruction #47401.

HYDROTEST ACCEPTANCE
TEST PRESSURE TEST PRESSURE
(Inner/Primary) 220kPa (Jacket/Secondary) 1100kPa
Start Time 12:00pm Finish 12:30pm Start Time 1:25pm Finish 1:55pm
Start Pressure 310kPa Finish 310kPa Start Pressure 1101kPa Finish 1108kPa
RESULT Date:
PRESSURE TEST CARRIED OUT BY
R. CHHAY PASSED 21/01/2020
PRESSURE TEST WITNESSED R. S. BAKER SIGNE | Date:
BY TERALBA T | 1 21/01/2020
1
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